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CITY OF BELMONT CA ELECTRICAL CODE
250.50, 250.52C,
& 250.104(B)(C)

250.104 Bonding of Piping Systems and Exposed
Structural Steel.

(A) Metal Water Piping. The metal water piping system
shall be bonded as required in (A)(1), (A)(2), or (A)(3) of
this section. The bonding jumper(s) shall be installed in

accordance with 250.64(A), (B), and (E). The points of
attachment of the bonding jumper(s) shall be accessible.

Ground Wick .
Service panel
Ground Rod
Ground Clamp
-\Y_J
Ground Wire -
]
Ground Clamp \
COPPER WATER PIPE

=
i

PLASTIC WATER MAIN [~ : r :

ONE TWIN PINES LANE, SUITE 110 BELMONT CA 94002-3867 (650) 595-7422




